Vién Nhiét d6i mdi trrong Phiéu két qua thir nghiém

Dia chi: 57A Truong Quéc Dung,

& . P.10, Q. Phi Nhudan, TP. HCM,
U ITTEP VIEN KHOA HQC VA CONG NGHE QUAN SU’ | BTCQ: 028.38446262-65

ISOMEC 1SS0 VIEN NHIET DOI MOI TRUONG P-%Tﬁfle_MTrTmfmﬁ”g
VLAT - 1.0108 Institute for Tropical Techno'logy and ;ﬁc‘:z’;,;;ﬂl UT;itgﬁzzz Dl;:fm,
TCVYN/QS 877:2014 Environmental Protection Ho Chi Minh City.
VIMCERTS 009 Office tel: 028.38446262-65
EMD: 028.38455140
< - - 2 < Ngay xuat két qua/
0T.22.0942 | PHIEU KET QUA THU NGHIEM Taiied Dt

TEST REPORT 21/12/2022

1. Noi yéu cau: Cong ty C6 phdn BOO Nuée Thit Ptre (Don hang sb : 22.0942)

2. Dia di€m lay méau: BE chira nuéc sach nha may BOO Thu Dirc-479 Xa L Ha Noi, Phudng
Linh Trung, Tp.Thu Bire, Tp. H6 Chi Minh.

3. Loai mau: Nuéc #n ubng.
4.86 lwong mau: 1.
5. Ngdy nhan mau: 14/12/2022.

6. Két qua thir nghiém: Xem cic trang kém theo.

QUAN LY KT.TRUONG PHONG TL. VIEN TRUONG
CHAT LUQNG PHO TRUONG PHONG _ TRUONG BAN KHTH%
QT & PTMT Py

Nguyén Thi Kim Yén

1. Khdng duge trich sao mgt phan phiéu két qua thir nghiém ndy néu khéng c6 sur ddng § bang van ban ctia Vien NDMT.
2. Tén mau, tén khdch hang ghi theo yéu cAu ciia noi giri mu.

3. Céc két qua chi ¢6 gi trj trén mau thir nghiém.

4. Théi gian luu mau 14 05 ngay ké ti ngdy tra két qua.

Nguyén Thi Nhan Th4i Tién Diing

BM.16.01 Lén ban hanh 02.22 Trang: 1/2
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Vién Nhiét déi mbi trudng Phiéu két qua thir nghiém
fQ@ATHU NGHIEM Ngay xudt két qua/
QL.22.0042 2 DO ’ Issued Date 21/12/2022

A. KY HIEU MAU:

ST REPORT

Tén mau"

i § ! Ma ho# méu
1. Nudrc sach str dung cho muc dich sinh hoat QT.221214.019
B. KET QUA:
L. NUOC AN UONG
Az . - Két qua thir nghiém | QCVN 01-
TT Thong so Pon vi Phwong pha -
. : R QT.221214.019  |1:2018/BYT
1 D06 mau Pt-Co TCVN 6185:2015 KPH (LOD=5) 15
2| Do duc NTU US EPA method 180.1 0.16 2
. SMEWW 2150 B + o < Khéng c6
3| Muivi - SMEWW 2160 B Khéng cé mui, vi la o, vi I
y| St mg/L TCVN 6186:1996 0,3 2
Pemanganat
5| pH - TCVN 6492:2011 .11 6-+8.5
6| Do cing mg/L TCVN 6224:1996 20,8 300
7 | Clorua (Cl) mg/L TCVN 6194:1996 10,2 250
" SMEWW
i R me/L 4500-F-B&D:2017 i '
9 | Téng sit (Fe) mg/L TCVN 6177:1996 KPH (LOD=0,046) 0,3
10| Mangan (Mn) mg/L SMEWW 3125B:2017 0,0033 0,1
11| Clodu mg/L TCVN 6625-3:2011 0,71 0,2 +1
12| Coliform CFU/100mL SMEWW 9222B:2017 KPH <3
13| E.Coli CFU/100mL | SMEWW9222B&H:2017 KPH <1
Ghi chn:
- QCVN 01-1:2018/BYT: Quy chuan k thust qudc gia vé chét lugng nuée sach sir dung cho muc dich
sinh hoat;

- (-): Khong quy dinh/khdng thure hién;
- KPH: Khong phat hién; LOD: Gi6i han phat hién.

= W =

. Khéng duoc trich sao mdt phén phiéu két qua thir nghiém nay néu khong c6 sy dong ¥ biing véin ban cuia Vién NPMT.
. Tén mau, tén khach hang ghi theo yéu ciu ciia noi giri miu.
. Céc két qua chi co gid tri trén mAu thir nghiém,
. Thiri gian lwu mdu 1a 05 ngay ké tir ngay tra két qua.

BM.16.01

Lan ban hanh 02.22

Trang: 2/2



Vién Nhigt d6i méi truomg Phicu két qui thir nghiém

Dia chi; 57A Truong Quéc Dung,

. . _ . P.10, Q. Pha Nhugn, TP. HCM.
U I,ITEP VIEN KHOA HOC VA CONG NGHE QUAN SU’ | BTCQ: 028.38446262-65

T VIEN NHIET DOI MOI TRUONG FIGEIML: Wk
. . Address: 57A Truong Quoc Dung
VLAT - 1.0108 Institute f-Ol' Tl‘OpICﬂl Techno.logy and Street, Ward 10. Phu Nhuan District,
TCVN/QS 877:2014 Environmental Protection Ho Chi Minh City.
VIMCERTS 009 Office tel: 028.38446262-65

EMD: 028.384355140

. : . - Neay xuit két qua/
0T.22.0963 | PHIEU KET QUA THU NGHIEM giis"{f;‘i‘fniié‘ -

TEST REPORT 28/12/2022

1. Noi yéu cdu: Céng ty C6 phin BOO Nuée Thit Dire (Don hang sb : 22.0963)

2. Dia diém ldy mau: Bé chira nuée sach nha may BOO Thu Drc-479 Xa Lo Fa Noi, Phuong
Linh Trung, Tp.Tha Dire, Tp. H5 Chi Minh.

3. Loai mau: Nuéc 4n uéng.
4. 86 lwong mau; 1.
5. Ngay nhan miu: 21/12/2022.

6. Két qua thir nghiém: Xem cac trang kém theo.

QUANLY KT.TRUONG PHONG TL. VIEN TRUONG
CHAT LUONG PHO TRUONG PHONG TRUUNG BAN KHTH/).(-
QT & PTMT

ML

L T AOSC _ \
P VLAT 1.108
Yl WY ISONEC 17025:2017
Nguyén Thi Nhan Th4i Tién Diing Nguyén Thi Kim Yén

1. Khong durge trich sao mdt phan phléu k(.t qua thu nghrt:m nay néu khéng co su donﬂ ¥ bang van ban ctia Vién NDMT.
2. Tén mau. tén khach hang ghi theo yéu cdu ciia noi giri miu.

3. Céc két qua chi €0 gid trj trén méu thir nghiém.

4. Théi gian luu miu 12 05 ngay ké tr nedy tra két qua.

BM.16.01 Lan ban hanh 02.22 Trang: 1/2



Vién Nhiét déi mbi trudng Phicu két qui thir nghiém

VITTEP

oT.22.0063 | PHIEUKET QUA THU NGHIEM | Nehy «udt két qua/
TEST REPORT Issued Date 28/12/2022
A.KY HIEU MAU: L- !
TT Tén mau _ M3 hoa mau
. Nudée sach sir dung cho muc dich sinh hoat QT.221221.001
B. KET QUA:
1. NUOC AN UONG
iz ; ' = Két qua thir nghiém | QCVN 01-
11 Things . Phwong phap QT.221221.001 _ |1:2018/BYT
1| Do mau Pt-Co TCVN 6185:2015 KPH (LOD=5) 15
2| Do duc NTU US EPA method 180.1 0,11 2
3| Miivi - SYEWW2I50B+ | Kntngosmu,vilp | Knbngcd
? : SMEWW 2160 B g | muiyvila
4| him mg/L TCVN 6186:1996 0.2 2
Pemanganat
5| pH - TCVN 6492:2011 7,21 6 +8.,5
6| DO cimg mg/L TCVN 6224:1996 22.4 300
7| Clorua (CI) mg/L TCVN 6194:1996 13.3 250
’ SMEWW
8 Flﬂorua (F ) mg/L 4500-F-B&D:2017 0,6 1,5
9| Tong sat (Fe) mg/L TCVN 6177:1996 KPH (LOD=0,046) 0.3
10| Mangan (Mn) mg/L SMEWW 3125B:2017 0,0032 0,1
11| Clo dw mg/L TCVN 6625-3:2011 0,7 0.2#1
12| Coliform CFU/100mL SMEWW 9222B:2017 KPH <3
13| E.Coli CFU/100mL | SMEWW9222B&H:2017 KPH <1
Ghi chu:
- QCVN 01-1:2018/BYT: Quy chuin ky thuat quéc gia vé chat lrgng nuée sach sir dung cho muc dich
sinh hoat;
- (-): Khéng quy dinh/khéng thuc hién;
- KPH: Khoéng phat hién; LOD: Gi6i han phét hién.

. Khong duoc trich sao mét phin phiéu két qua thir nghi¢m nay néu khong c6 sy ddng ¥ bing van ban cia Vién NDMT.
. Tén mau, tén khéch hing ghi theo yéu ciu ctia noi gii mau.

. Céc két qua chi e6 gid tri trén mAu thir nghiém,

. Thai gian luu mau 1a 05 ngdy ké tir ngay tra két qua,

I~

S )

BM.16.01 Lén ban hanh 02.22 Trang: 2/2



Vién Nhigt d¢i mdi truong Phiéu két qua thir nghiém

Dia chi: 57A Truong Qubc Dung,

5 o R . P.10, Q. Pha Nhuin, TP. HCM.
i’ I I I EP VIEN KHOA HQ(; VA QON@ NGHE‘QUAN SU' | bTCQ: 028.38446262-65
ISO/IEC 17025:2017 VIEN NHIET POI MOI TRUONG P.QT&PTMT: 028.38455140

Address: 57A Truong Quoc Dung

VLAT — 1.0108 Institute for Tropical Technology and Street. Ward 10, Phu Nhuan District,
TCVN/QS 877:2014 Environmental Protection Ho Chi Minh City.
VIMCERTS 009 Office tel: 028.38446262-65
EMD: 028.38455140
- < > ” _ Ngay xuat két qua/
Qr.22.0919 | PHIEU KET QUA THU NGHIEM Issued Date
TEST REPORT 28/12/2022

1. Noi yéu cau: Cong ty C6 phan BOO Nuée Thi Dic (Pon hang sb : 22.0919)

2.Dia diém Iéy mau: Bé chira nude sach nha may BOO Thu Dire-479 Xa L6 Ha Noi, Phuong
Linh Trung, Tp.Thi Pac, Tp. H6 Chi Minh.

3. Loai mau: Nuée sach str dung cho muc dich sinh hoat
4. 86 Iuong miu: 1.
5. Ngay nhan mau: 07/12/2022.

6. Két qua thir nghiém: Xem cac trang kem theo.

QUANLY KT.TRUONG PHONG TL. VIEN TRUONG
CHAT LUQNG PHO TRUONG PHONG TRUONG BAN KHTHO
3 QT & PTMT

AOSC )y o—
VLAT 1.108
ISO/IEC 17025:2017 V4
Nguyén Thi Nhan Thai Tién Diing Nguyén Thi Kim Yén

1. Khong dugc trich sao mot phiin phiéu két qua thir nghlcm nay néu khong co su dong ¥ bing van ban cua Vién NDMT.
2. Tén mdu, tén khach hang ghi theo yéu céiu ctia noi giri mu,

3. Céc két qua chi ¢o gid trj trén miu thir nghiém.

4. Thoi gian luu miu 12 05 ngay ké tir ngdy tra két qua.

BM.16.01 LAn ban hanh 02.22 Trang: 1/5



Vién Nhiét déi mbi trudng

Phiéu két qui thir nghiém

VITTEP

oT22.0019 | PHIEUKET QUA THU NGHIEM | Neiy xudt két qua/
— 2022
TEST REPORT Issued Date 28/12/2
A. KY HIEU MAU:
TT Tén mau Mi hod miu
1. Nudc sach sir dung cho muc dich sinh hoat QT.221207.002
B. KET QUA:
L NUOC AN UONG
Két qua thir _
TT Théng sb Pon vi Phirong phip nghiém il
QT.221207.002 |
1. | pH - TCVN 6492:2011 735 68,5
2. D6 mau Pt-Co TCVN 6185:2015 KPH (LOD=5) 15
3. | Djdyc NTU US EPA method 180.1 0,11 2
T SMEWW 2150 B + " vy i Khong co
4. | Mui vi - SMEWW 2160 B Khong ¢é mui, vi la T
S| crpgy Y™ | mg/l | SOP (HORIBA U-52) 40 1.000
6. | Amoni (NHs") mg/L TCVN 6179:1996 KPH(LOD=0,03) 0.3 //
7. | Nitrat (N - NO3") mg/L SIER W 0,76 2 1 -
) 4500-NO3".E:2017 ’ -
. . , SMEWW _
8. | Nitrit (N - NO2) mg/L 4500-NO».B:2017 KPH(LOD=0,003) 0.05
2. SMEWW o
9. | Sunphat (SO47) mg/L 4500-SO,2.B:2017 4 250
v SMEWW
10.| Florua (F) mg/L 4500-F- B&D-2017 0.4 1,5
11.| Xianua (CN) mg/L TCVN 6181:1996 KPH(LOD=0,004) 0.05
12| Clorua (CI") mg/L TCVN 6194:1996 12,5 2350
13.] Do Cl'l"ng mg/L TCVN 6224:1996 20,8 300
14.| Chi 86 Pemanganat mg/L. TCVN 6186:1996 0,2 2
15. CI‘O du" mg/L TCVN 6625-3:2011 0,72 02+1
16.| Tong sat (Fe) mg/L TCVN 6177:1996 KPH(LOD=0,046) 0,3
17.]| Nhoém (Al) 0,0169 0,2
18.] Asen (As) 0,0003 0.01
- KPH
19,/ Cadimi (Cd) (LOD=0,0007) 0.003
20.| Ham luong Bari 0,0129 0,7
21.| Bo (B) mg/L SMEWW 3125B:2017 0,0032 0,3
2 KPH
22.| Tong Crom (Cr) (LOD=0,00015) 0.05
KPH
23. Mangan (Mn) (LOD=0.0015) 0,1
24.| Thuy ngan (Hg) 0,0006 0.001
1. Khéng duge trich sao mdt phin phiéu két qua thir nghiém ndy néu khéng c6 sy ddng ¥ bing viin ban ciia Vién NDMT.
2. Tén miu, tén khich hang ghi theo yéu ¢iu clia noi giri mu.
3. Céc két qué chi ¢6 gid tri trén mau thir nghiém.
4. Thoi gian lvu mau 13 05 ngay ké tir ngay tré két qua.

BM.16.01

Lin ban hanh 02.22

Trang: 2/5
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Vién Nhiét doi moi trudng

Phiéu két qua thir nghiém

VITTEP

oT22.0019 | PHIEUKET QUA THU' NGHIEM | Neiy xuit két qui/
o TEST REPORT Issued Date 28/12/2022
K#ét qua thir .
TT Théng sé Pon vi Phwong phép nghiém 1‘}’2‘3; Sljﬁ"\{'T
QT.221207.002 )
. . KPH :
25.] Niken (Ni) (LOD=0,0015) 0.07
26. Ham luong Selen (Se) (LODIiIEJIjJ{B?) 0.01
27.] Natri (Na) mg/L SMEWW 3125B:2017 1,91 200
28. Antimon (Sb) KPH (LOD=0,0004) 0.02
29.] Chi (Pb) KPH (LOD=0,003) 0.01
30.] Pdng (Cu) KPH (LOD=0,003) 1
31.] K&m (Zn) KPH (LOD=0,007) 2
32| Coliform CEUZT sMEWW 9222B:2017 KPH <3
100mL
. CFU/ SMEWW .
723, BLoli 100 mL 0222B&H:2017 e =l
34. Cacbontetraclorua ue/L US EPA Method 8260 D | KPH (LOD=0.25) 2
35. Diclorometan ng/L US EPA Method 8260 D | KPH (LOD=0,28) 20
36.[ Vinyl clorua pg/L US EPA Method 8260 D | KPH (LOD=0,19) 0.3
37.] Tricloroeten g/l US EPA Method 8260 D | KPH (LLOD=0,20) 20
38.| Tetracloroeten ug/L US EPA Method 8260 D | KPH (LOD=0,21) 40
B9, prenopYadinxudreta |y or | USEPA Method 8041A | KPH (LOD=0,3) 1
40.| Benzen ug/L US EPA Method 8260 D | KPH (LOD=0,16) 10
41.] Toluen ng/L US EPA Method 8260 D | KPH (LOD=0,29) 00
42.] Xylen ug/L | US EPA Method 8260 D | KPH (LOD=0,37) 500
43.] Etylbenzen pg/L US EPA Method 8260 D | KPH (LOD =0,23) 300
44.| Styren ug/L US EPA Method 8260 D | KPH (LOD =0,25) 20
45.| Monoclorobenzen ug/L US EPA Method 8260 D | KPH (LOD =0,18) 300
| 46.| Triclorobenzen ng/L US EPA Method 8260 D | KPH (LOD=0,19) 20
47.  Acrylamide ng/L BM.12.01.HPLC/MS | KPH (LOD=0,083) 0,5
48.] Epiclohydrin ng/L US EPA Method 8260 D | KPH (LOD=0,150) 0.4
49.| Hexacloro butadien ng/L US EPA Method 551.1 | KPH (LOD=0,230) 0.6
50., Alachlor ng/L SMEWW 6630B:2017 | KPH(LOD =0,021) 20
51.| Aldicarb ug/L SMEWW 6610B:2017 | KPH(LOD =0,017) 10
gy OpEneRgus Ol ng/L US EPA Method 536 | KPH (LOD=0,010) | 100
xudt chloro-s-triazine
53.| Carbofuran ug/L SMEWW 6610B:2017 | KPH (LOD=0,015) 5
54.] Chlordane ng/L SMEWW 6630B:2017 | KPH(LOD=0,0012) 0,2
55.] Chlorotoluron ug/L SMEWW 6610B:2017 | KPH(LOD =0,021) 30
US EPA Method
56.| DDT Bl | sxiacs sesncrgomoy | KER{LOD=0,010) 1
57.] 1,2 Dicloroetan ug/lL US EPA Method 8260 D | KPH (LOD=0,23) 30
1. Khéng dugc trich sao mét phan phiéu két qua thir nghidm niy néu khang ¢6 sir déng ¥ bing van ban cia Vién NDMT.
2. Tén mau, tén khich hing ghi theo yéu ciu cia noi giri miu.
3. Cic két qua chi ¢6 gid tr trén miu thir nghigém.
4. Théi gian lvu mau la 05 ngay ké tir ngdy tra két qua.

BM.16.01

Lin ban hanh 02.22

Trang: 3/5
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Vién Nhiét déi mdi trudng Phiu két qui thir nghigm

VITTEP

or220019 | PHIEUKET QUA THU NGHIEM | Nedy xuit két qua/
o TEST REPORT Issued Date 28/12/2022
Két qué thir i
TT Théng sb Pon vi Phwong phip nghiém I%CG};[;;,T
QT.221207.002 '
58.| 1.2 - Diclorobenzen ug/L US EPA Method 8260 D | KPH (LOD=0,19) 1.000
59. 1,1,1 - Tricloroetan ug/L US EPA Method 8260 D | KPH (LOD =0,20) 2.000
60.] 2,4,6 Triclorophenol ug/L US EPA Method 8041A | KPH(LOD =0,017) 200
Gif e DIROHID= ug/L | USEPA Method 551.1 | KPH (LOD=0.28) 1
Cloropropan
62| 2.4-D we/L |  SMEWW 6640B:2017 (Lomlilz}iom) 30
63.| 2.4-DB ug/L SMEWW 6640B:2017 | KPH (LOD=0,013) 90
64.| 1.2 - Dicloropropan ug/L US EPA Method 8260 D | KPH (LOD=0,40) 40
65.] 1,3 - Dichloropropen ug/L US EPA Method 8260 D | KPH (LOD=0,46) 20
66.] Isoproturon ug/L SMEWW 6610B:2017 | KPH (LOD=0,014) 9
67| Mcpa ug/L | SMEWW 6640B:2017 (LODK;%EBO%) p
68| Methoxychlor wg/L | o PEAMethod ke @oD=0,005) | 20
69. Molinate ug/L SMEWW 6630B:2017 | KPH(LOD =0,068) 6
70.| Pendimethalin ug/L SMEWW 6610B:2017 | KPH(LOD =0,023) 20
71.| Permethrin ng/L SMEWW 6630B:2017 | KPH(LOD =0,023) 20
72.| Propanil ug/L SMEWW 6610B:2017 | KPH(LOD =0,029) 20
73.| Simazine ug/L SMEWW 6610B:2017 | KPH(LOD =0,013) 2
74.| Trifuralin ug/L SMEWW 6630B:2017 | KPH(LOD =0,022) 20
75.] Dichloprop ng/L SMEWW 6640B:2017 | KPH(LOD =0,010) 100
76. Fenoprop ug/L SMEWW 6640B:2017 | KPH(LOD =0,012) 9
77.| Mecoprop ug/L SMEWW 6640B:2017 | KPH(LOD =0,020) 10
78.| Chlorpyrifos ug/L SMEWW 6630B:2017 | KPH (LOD=0,015) 30
; TTN/KT3 174 KPH
Al he/L (USQEPA Method 536) | (LOD =0,0012) 0.6
80, Hydroxyatrazine ng/L (USQSJE&(;;{}] 4336 | KPH(LOD=0010) | 200
81. Bromat ug/L SMEWW 4110D:2017 | KPH (LOD=0,10) 10
82.| Bromodichloromethane ug/l. US EPA Method 8260 D 125 60
83.| Bromoform ug/L US EPA Method 8260 D | KPH (LOD =0,72) 100
84. Chloroform ug/L US EPA Method 8260 D 18,6 300
85.] Dibromoaxetonitrile ng/L US EPA Method 551.1 2,15 70
86.[ Dibromochloromethane | pg/L US EPA Method 8260 D 1.6 100
87., Dichloroaxetonitrile pe/l US EPA Method 551.1 | KPH (LOD =0,40) 20
88.| Axit dicloroaxetic ug/L US EPA Method 552.2 | KPH(LOD =0,041) 50
89.| Formaldehyde ug/L BM.12.02. HPLC/MS 26,5 900
90., Monocloramin ng/l TCVN 6225-2:2012 KPH (LOD=0,02) 3
91.| Monochloroacetic acid ug/L US EPA Method 552.2 | KPH(LOD =0,062) 20
1. Khéng duge trich sao mft phin phiéu két qua thir nghiém nay néu khéng c6 sy dbéng ¥ bing vin ban cia Vién NDMT,
2. Tén mdu, tén khich hang ghi theo yéu ciu cia noi giri miu.
3. Céc két qua chi ¢6 gid trj trén mau thir nghiém.
4. Théi gian luu mu 12 05 ngdy k& tir ngdy tra két qua.

BM.16.01

Lén ban hanh 02.22

Trang: 4/5
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Vién Nhiét d6i méi trudng

/

Phiéu két qua thir nghiém

VITTEP

QT.22.0919

PHIEU KET QUA THU NGHIEM
TEST REPORT

Ngay xuit két qué/
Issued Date 28/12/2022

Két qua thir ]
TT Théng s6 Pon vi Phwong phép nghiém IQZC{]};J j]?f]\l('-l‘
QT.221207.002 )
92.] Axit tricloroaxetic ng/L US EPA Method 552.2 | KPH(LOD =0,030) 200
93.] Trichloroaxetonitril ng/L US EPA Method 551.1 | KPH (LOD=0,25) 1
SMEWW
(0 o
94, H»S mg/L 450082 D:2017 KPH 0.05
Tu céu vang CFU/
95.] (Staphylococcus SMEWW 9213B:2017 <] <1
[ 100 mL
aureus)'!
Truc khuan mu xanh CFU/ y &
70; (Ps. Aeruginosa)\! 100 mL 180 162002005 < ¥
97.| 1,2 Dicloroeten ‘" pg/L US EPA Method 8260D KPH (LOD=0,5) 50
0 lorgPostdophongxa | poy TCCS-NN-11:2017 <0,02 0.1
99. g(‘j‘,“g hoat do phongxa | gy TCCS-NN-12:2014 0,06+ 0,02 1
Ghi chi:

- QCVN 01-1:2018/BYT: Quy chuén ky thudt quéc gia vé chét lrong nuwée sach sir dung cho muc dich sinh hoat;
- (1): Thong sb duge phan tich bai Trung tAm k§ thudt tidu chuén do ludng chit lwgng 3 ; VIMCERTS 078;

- (2): Théng sé dugc phan tich bdi Trung tim Mbi trudng/ Vién Nghién ciru Hat nhan; VIMCERTS 204:
- (-): Khong quy dinh/khéng thuc hién;
- KPH: Khéng phat hién; LOD: Giéi han phat hién.

1

2. Tén miu, t&n khich hang ghi theo yéu clu ctia noi giri mau.
3. Céc két qua chi ¢6 gi4 tri trén mu thir nghiém.

4, Théi gian luu méu 12 05 ngay ké tr ngay tra két qua.

. Khéng duge trich sao mét phdn phiéu két qua thir nghigm nay néu khéng ¢6 sy déng y bang van ban cia Vién NDMT.

BM.16.01

LAn ban hanh 02.22

Trang: 5/5



' VIENNGH[ENCI:RIHATPIHKN
TRUNG TAM NGHIEN CUU MOI TRUONG
PHONG PHAN TicH MOI TRUONG

01- Nguyén Tir Lyrc, P2 Lat, Lim Dong
Phone: 0938309483/0383494257, Fax: 0263-3821107

PHIEU KET QUA PHAN TiCH
S6:  091222/0603
Ngay: 14/12/2022
Pon vj yéu cin : Vién Nhiét déi méi tredmg. :
Pia chi : 57A Truong Quic Dung, P.10, Q. Phii Nhuin, Tp. Hé Chi Minh.
Tén miw/ ky hién mia : Nuée: QT.221207.001; QT.221207.002.
S6 lrgng méu : 02
Chi tiéu yéu ciu phin tich : Téng hoat 49 phéng xa a va B.
Phuwong phip phén tich ~ : TCCS-NN-11:2017; TCCS-NN-12:2014.
Ngiy nhin/thu gép min  : 09/12/2022 Ngay tra két qua :  14/12/2022
Luu miu : 0C6 & Khong
KET QUA PHAN TICH
Mi hiéu | Ponvj | Tonghoatd$ | Tonghoatdj
STT Tén miu (Lab,) o = g
Nuée QT.221207.001 N2212214 | Bg/lit <0,02 0,07 £ 0,02
 Nute QT.221207.002 N2212215 | Bq/lit <0,02 0,06 = 0,02

b sau dau “£" la dp khong dam bdo do véi hé 56 k = 2 va xdc sudt tin cdy P = 95%;
ét qué thir nghiém chi cigid tri cho cdc mau thir do khdch himg giii 161 cde théng tin

Cén b$ Quan Iy chét hryng
Trung tim Nghién ciu méi tru-q&
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QUALITY ASSURANCE & TESTING CENTER 3 i

RIEIH LU bl

QUATEST3®

Head Offjce; 49 Pasteur. Dist

L, HCMC. Visinam

Tek: (84-28) 38294274

Fax: (84-28) 38293012

E-mail: infoi@ quatests .coman

Weebsite: www.quatesi3.com.an

Testine Cangn@\-t

road No.1. Bien Hoa 1 1Z. Dong Nai. Viemam @ C5 lot. K1 road. Cat

31 17, Disi.2. HCMC. Viemam @ 64 Le Hong Phong. Dist.5. HCMC. Viemam

—
| PHIEU KET QUA THU NGHIEM
]
. | 14/12/2022
KT3-06233AMT2 i g 5
TES] HEFOHI ! Trang 01/02
1. Ténmau QT.221207.002
Thoi gian lay mau: 14h00 - 07/12/2022
A L3 = = - a . - 4 = - = s ~ . = = !
2. Motamau Mau thir nghiém do khach hang lay mau, tén méu va thong tin vé mau |
do khéach hang cung cap. i
- Dang mau: long: !
| - 86 don vi/mau: 1 L x 01 +0,5L x 01; '
- Dung cu chira: binh nhua, chai thiy tinh;
3. S0 luong mau 01
4. Ngay nhin mau 07/12/2022
5. Thoi gian thir nghiém 07/12/2022 — 14/12/2022
6. Noi gii mau VIEN NHIET POT MOI TRUONG
57A TRUONG QUOC DUNG, PHUONG 10, QUAN PHU NHUAN,
| TP HO CHI MINH
7. K&t qua thir nghiém Xem trang ti€p theo
| TL GIAM BOC |
TL. PHU TRACH PTN MOI TRUONG
’///-/\/ i
Gt |
2
Nguyén Cong Chinh
| 1. Cée két qua thir nghiém ghi rong phidu nay chi ca gia 1 81 véi mau do khdch hing gui dén va khong phai 1 gidy chimg nhan san phim.
: Test resulis are valid for the namely submitted sampleis) only, and ihis is not a certificate of product. |
| 2. Tén mau. ién khach héng dugc Eh} theo véu ciu clia noi gui mau. * Name of wmp!cr'. ) and Customer are Writien as customer r*e.‘_.'trs.ﬁr. |
| 3. DG Izhdnp dim bao do mo ring duge tinh tir 66 khbng dém bao do chudn nhin vél hé b phi k=2, phan bd chuén nrong (ng V61 93 Yo dé tin cdy. i
The reporied expanded uncertainty of measurement &5 stated as the cmn.mm uncertainiy of measurement mudiiplied by the coverage factor k=2, at 93 % confidence level |
i . Khong duge trich sa0 mit nhun p‘uéu k€1 qua thu nghiém né) néu khong co sy déng ¥ bdnu vin ban cta Trung tam K§ thudt 3.
This Tes‘r Repon shali not .’:eaaproimea except in full, without the written permission by Cuatest 3.
| 5. Moi thic méc vé két qua. khich hang lizn hé theo dia chi dhes aauar*sﬂ COm VA Vv 0.t @quatesi3.coman dé bist theém théng tn.
| Please contact QL. ATEST 3 at the emmf addresses di, %(r(:,auamﬂ } canram and rg.mia quatesi3.com 8 for ,l.rrfz;r J.mm mation abor test report.
| 6. Phang Thir nghiém da drge Van phong Cong nhan Chat lugng (BoA-Vigt Nam cong nhin phi hop theo ISOIEC 170252017 (Viles 004).Céc chi tidu c6 ddu (*) 1a £
| The Te_wmo Lab is acerediced as conforming 1o ISOIEC 17025:2017 by Bureau of Accreditation - Tier Nam (Vilas 004). The characteristics marked with (%) are not ncc‘rerhrm' ref
1 &neira dais 1 BHIS (04/2020) MOGVL = TTTNOS
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o TONG CUC TIEU CHUAN E)O LUONG CHAT LUONG

" TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHATSEUGNG 3 4\, =
U"ATESTEO QUALITY ASSURANCE & TESTING CENTER ,( ' = i

Websile: www.quatesis.coman
Phong. Dist.5. HOMC. Vietnam

/ “""1o

Head Office: 49 Pasieur. Dist. 1, HCMC. Viemam  Tel (84-28) 38294274 Fax:-(84-28) 3829 3012
Testing Complex:@ No.7. road No.1. Bien Hoz | 1Z. Dong Nai. Viemam @ C5 lot. K1 road. Car Lai 17, DLl

14/12/2022
Trang 02/02

S— PHIEU KET QUA THU l\i\
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STT Tén chi titu Keét qua thir
nghiém
7.1 | Ham lugng 1,2-dichloroeten ug/L US EPA Method 8260D KPH
72 | Tucdu vang CFEEOO SMEWW 9213B:2017 < e
: ]
7.3 | Truc khuan mu xanh CP;;E o ISO 16266:2006 < ()

7.4 | Ham lugng hydrosulfua (H-S) mg/L SMEWW 4500 S§* D:2017 KPH

Phwong phap thi

Ghi chiu:
(FET): Két qua duge biéu thi “< I CFU” dugc xem la “khong phét hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra.

SMEWW: Standard Methods for the Examination of Water and Waste water

US EPA: United States Environmental Protection Agency

KPH: Khong phdthién 7 ~
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Cée kit qua thir nghigém ghi wong phiéu nay chi ¢6 gid tri déi véi miu do khach hing g dén va khéng phai I gify chimg nhan sén pham.

Test resi elis are valid for the nfwn—_h tumum‘eu’ samn pi'c_ 5} on."\ and this is nor a cerrificate of product.

. Tén mu. 120 khéch hang duec ghi theo véu cu cua noi gui mau. ' Name of sample(s) urchus;on.Lr are Wrillen as cusfamer s request.

. B khong dam bao do md rGng dJcrf' tinh nr dj khong dam bao do chudn nhan vén hésophuk=2, phar\ bé chuin nromg Bng véi 95 % A tin ciyv.

The reporied wied yncertamty of measurement is stated as the standard wneeriainty of measuremeni nwltiplicd by the coverage facior .{ =2 ar 93 % confidence level

Khéng duge wich sao mdt phan phiéu két qua thit nghiem nay néu khimg co su ddn b?]\e vin bin cua Trune 1&m K thudt 3,

Tiiis Test Report shall not be reprodiced, excepr in full, withoi the written per TSSIOn By Oumun 3.

Mot thiic mic vé két qua, khdch hang lién hé theo dia chi dh.es@avatead com.vn vE rain quatestd.comoan 44 hidt thém théng tin.

Please cantact QUATEST 3 at the email addresses dh.csi@guatest3.com.vn and rg,mi@ guatest3.coman for further infornjasion abotr rest report, =
Phong Thir nghi¢m da duge Van phong Cong nhén Chit fugng (BoA)-Vidt Nam cong nhan phit hop theo ISOTEC 17025:2017 (Vilas D04).Cac chi tiéw co diu (*) 1 n@m FIrE
The Testing Lab is accredited as conforming to ISO/IEC 17025:2017 by Bureau of Accrediration - et Nam (13las 004). The characierisiics marked with (%) are ot aceredited ver

Léan st dai- 1 BHEI15 (04/20720} NOIVT _ TTTN



